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scheduled basis to prevent the occur-
rence of defects and to detect and cor-
rect minor defects before they result in
serious consequences. An effective pre-
ventive maintenance program shall in-
clude at least—

(1) Inspection of buildings at periodic
intervals to assure detection of deterio-
ration and the need for repairs;

(2) Inspection of plant equipment at
periodic intervals to assure detection
of maladjustment, wear, or impending
breakdown;

(3) Regular lubrication of bearings
and moving parts in accordance with a
lubrication plan;

(4) Adjustments for wear, repair, or
replacement of worn or damaged parts
and the elimination of causes of dete-
rioration;

(5) Removal of sludge, chips, and cut-
ting oils from equipment that will not
be used for a period of time;

(6) Taking necessary precautions to
prevent deterioration caused by con-
tamination, corrosion, and other sub-
stances; and

(7) Proper storage and preservation of
accessories and special tools furnished
with an item of plant equipment but
not regularly used with it.

(c) The contractor’s maintenance
program shall provide for disclosing
and reporting the need for major re-
pair, replacement, and other capital re-
habilitation work for Government
property in its possession or control.

(d) The contractor shall keep records
of maintenance actions performed and
any deficiencies in the Government
property discovered as a result of in-
spections.

45.509-2 Use of Government property.

(a) The contractor’s procedures shall
be in writing and adequate (1) to assure
that Government property will be used
only for those purposes authorized in
the contract and that any required ap-
provals will be obtained, and (2) to pro-
vide a basis for determining and allo-
cating rental charges.

(b) With respect to plant equipment
with an acquisition value of $5,000 or
more, the procedures, as a minimum,
shall—

(1) Establish a minimum level of use
below which an analysis of need shall
be made and retention justified, except
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for inactive plants and equipment re-
tained for mobilization (the use level
may be established for individual items
or families of items, depending upon
circumstances of use);

(2) Provide for recording authorized
and actual use consistent with the es-
tablished use levels;

(3) Require periodic analyses of pro-
duction needs for plant equipment uti-
lization based upon known require-
ments; and

(4) Provide for prompt reporting to
the contracting officer of all plant
equipment for which retention is not
justified.

[48 FR 42392, Sept. 19, 1983, as amended at 52
FR 30078, Aug. 12, 1987]

45.510 Property in possession of sub-
contractors.

The contractor shall require any of
its subcontractors possessing or con-
trolling Government property to ade-
quately care for and maintain that
property and assure that it is used only
as authorized by the contract. The con-
tractor’s approved property control
system shall include procedures nec-
essary for accomplishing this responsi-
bility.

45.511 Audit of property control sys-
tem.

The Government may audit the con-
tractor’s property control system as
frequently as conditions warrant.
These audits may take place at any
time during contract performance,
upon contract completion or termi-
nation, or at any time thereafter dur-
ing the period the contractor is re-
quired to retain such records. The con-
tractor shall make all such records and
related correspondence available to the
auditors.

Subpart 45.6—Reporting, Redis-
tribution, and Disposal of Con-
tractor Inventory

45.600 Scope of subpart.

This subpart establishes policies and
procedures for the reporting, redis-
tribution, and disposal of Government
property excess to contracts and of
property that forms the basis of a
claim against the Government (e.g.,
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